3/4” TYPE K SOFT COPPER
(1" FOR 1" SERVICE)

NOTES:
. FULLY ENCOMPASS CORPORATION STOP WITH STONE.
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EXPANSION WHEEL

18" MIN. / 24" MAX. FROM
TOP OF METER BOX TO
TOP OF ANGLE VALVE

5/8" x 3/4” ANGLE VALVE
FOR 3/4" COPPER PIPE
(17 ANGLE FOR 1" SERVICE)

FITTING

FITTING

3/4" CORPORATION STOP

Z73

10/21/2004 — 3:46:23 PM

METER

METER BOX.
SEE STD. DETAIL 26.15

5/8” x 3/4” METER IRON
YOKE BAR SHALL BE
CENTERED IN BOX
(APPROPRIATE SIZE FOR

1" METER)

5/8”" x 3/4” YOKE ELL
FOR COPPER PIPE.
(FOR 1”7 SERVICE, 1"
YOKE ELL)

———FITTING
24" MIN.

SEE NOTE 3

ML EA

3/4” TYPE K
SOFT COPPER

FITTING
(SEE NOTE 4)

(1" FOR 1" SERVICE.)

1 C.F. VDOT #57 STONE

SEE NOTE 1

TO BE INSTALLED
BY PROPERTY OWNER

. METER BOX TO BE LOCATED ON THE RIGHT-OF-WAY SIDE OF PROPERTY LINE.
. WHEN METER BOX IS SET IN SIDEWALK, PIGTAIL TO EXTEND 2 FEET BEYOND
EDGE OF SIDEWALK.
. FITTING TO BE USED WHEN CONNECTING TO EXISTING SERVICE, OTHERWISE
CRIMP END OF SERVICE LINE.
. METER & EXPANSION WHEEL TO BE FURNISHED & INSTALLED BY CITY.
. FITTINGS CAN BE EITHER FLARED OR COMPRESSION.

THE CITY OF LYNCHBURG

3/4 INCH WATER SERVICE

(1 INCH WATER SERVICE SIMILAR)

NOT TO SCALE

SCALE: DETAIL #

26.12
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